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Purpose 

This package is put together to provide general information to District Administration, the 

School board and the public. 

The information contained is taken from facility prints, engineering data, historical archive data 

and site visits. It is the intention of the Operations Department to keep this file updated 

quarterly. 

Information about the data 

¶ On each sheet there is a maximum and recommended school capacity. These maximum 

capacities are calculated by the number of actual classrooms at 21 students per 

classroom.  The recommended capacity is 90% of that number in order to accommodate 

slight fluctuations in population. This number was used because it is our current 

mandated teacher-student ratio. It should be noted that classrooms are normally 

designed for 28 to 30 students. 

¶ Current enrollment is taken from the 45 day report. 

¶ ¢ƘŜǊŜ ŀǊŜ ǇŜǊǾƛƻǳǎ ŀŎǊŜŀƎŜΩǎ ƭƛǎǘŜŘΦ ¢Ƙƛǎ ǎƛƳǇƭȅ ƳŜŀƴǎ ǘƘŜ ŀƳƻǳƴǘ ƻŦ ǇǊƻǇŜǊǘȅ ǘƘŀǘ ǘƘŜ 

grounds crews must maintain. The remaining property would have buildings, paving and 

concrete. 

¶ Considerations and Recommendations are the opinions of the Director of Operation 

after discussions with our consulting engineers, and with District Operations 

Coordinators.  

¶ Energy information is taken from the previous full year data. 

It is evident that each building component has a designed useful life expectancy. It is the 
recommendation of the Operations Department that as the life expectancy of a component 
approached the end that it be evaluated and scheduled for replacement before failure due to 
the fact that component failure would result in a loss of classroom time.  
To that end the Operations Department has compiled lists of major building components that 

include the date of installation and designed life time. 
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A. R. LEWIS OPPORTUNITY SCHOOL
1755 SHADY GROVE RD.

PICKENS, SC, 29671

Grades: K-5

Occupied Space 50,692 sf

Number of Classrooms 22

Maximum Capacity 462

Recommended Capacity 416 

Current Enrollment N/A

Current % of recommended capacity %

Property is 18.33 acer parcel #4162-00-20-7277

Property is 10.99 acres pervious

Recommendations

Å Paving and fencing needed.
Å Repaint interior on a 7 year rotation and exterior on 10 year.
Å Upgrade to LED lighting fixtures

Major Considerations

Facility Summary

¶ Original facility constructed in the мфрлΩǎ

¶ A 2nd classroom wing addition was completed in the late мфулΩǎΦ¢ƘŜ latest addition was completed in 2010 and included 5 

additional classrooms and the gym.

¶ I±!/ ǿŀǎ ǊŜǇƭŀŎŜŘ ƛƴ ǘƘŜ рлΩǎ ŀƴŘ улΩǎ ǿƛƴƎǎ ƛƴ нлмтΦ

¶ Facility has no emergency power generation capabilities.

¶ Fire Alarm system is manufactured by Notifier and was installed in 2009.

¶ The facility has no fire sprinkler system.

¶ The facility has 51 paved, lined parking spaces.

¶ Original building has a shingle roof installed 2006. Addition roof is membrane installed in 2009.

Utility Providers Facility energy stats: 19.13 ƪ.ǘǳΩǎ ǇŜǊ ǎǉΦ ŦǘΦ Ϫ $36,246 per year

Electricity Blue Ridge Cooperative

LP Gas Blossman

Water Six Mile Rural Water

Sewer Septic System

Waste disposal Republic Services Co.



AMBLER ELEMENTARY SCHOOL
838 AMBLER SCHOOL RD.

PICKENS, SC, 29671

Grades: K-5

Occupied Space 42,331sf

Number of Classrooms 20

Maximum Capacity 420

Recommended Capacity 378

Current Enrollment 323

Current % of recommended capacity 85%

Property is 10.10 acer parcel #5104-00-10-2734

Property is 6.01 acres pervious

Recommendations

Å Paving additional parking needed.
Å Repaint interior on a 7 year rotation and exterior on 10 year.

Major Considerations

Å SCDOT traffic issues during drop off and pick up.

Facility Summary

¶ Original facility constructed in the мфрлΩǎ

¶ A 2nd classroom wing addition was completed in 1996 along with the installation of air to air electric heat pump HVAC systems for 

each classroom.

¶ The latest addition was completed in 2010 and included 5 additional classrooms and the media center.

¶ Facility has no emergency power generation capabilities.

¶ Fire Alarm system is manufactured by Notifier and was installed in 2009.

¶ The facility has no fire sprinkler system.

¶ Original bldg. roof is Metal standing seam roof installed 1996. Addition roof is membrane 2009.

Utility Providers Facility energy consumption: 27.51 ƪ.ǘǳΩǎ ǇŜǊ ǎǉΦ Ŧǘ. @ $ 50,297 per year

Electricity Blue Ridge Cooperative

Natural Gas Fort Hill

Water Pickens City Water

Sewer Septic System

Waste disposal Republic Services Co.



HOLLY SPRINGS CENTER
120 HOLLY SPRINGS SCHOOL RD.

PICKENS, SC, 29671

Grades: K-5

Occupied Space 35,486 sf

Number of Classrooms 19

Maximum Capacity 399

Recommended Capacity 359

Current Enrollment 0

Current % of recommended capacity 0%

Property is 14.64 acer parcel #4174-00-46-6539

Property is 10.98 acres pervious

Recommendations

Å Plan should be in place to fund needed component 
replacement.

Å Replace HVAC units soon. 

Major Considerations

Å Facilities heat pumps are past the useful life expectancy.
Å SCDOT traffic issues during drop off and pick up.

Facility Summary

¶ Original facility constructed in the мфрлΩǎ

¶ A 2nd classroom wing addition was completed in 1996 along with the installation of air to air electric heat pump HVAC systems for 

each classroom.

¶ The latest addition was completed in 2010 and included 5 additional classrooms, new kitchen and the media center.

¶ Facility has no emergency power generation capabilities.

¶ Fire Alarm system is manufactured by Notifier and was installed in 2009

¶ The facility has no fire sprinkler system.

¶ Original bldg. roof is Metal standing seam roof installed 1996. Addition roof is membrane 2009.

Utility Providers Facility energy consumption: 22.42 ƪ.ǘǳΩǎ ǇŜǊ ǎǉΦ Ŧǘ. @ $ 30,275 per year

Electricity Blue Ridge Cooperative

Natural Gas Not currently available

Water Pickens City Water

Sewer Septic System

Waste disposal Republic Services Co.



PICKENS ELEMENTARY SCHOOL
567 HAMPTON AVE.
PICKENS, SC, 29671

Grades: K-5

Occupied Space 64,131 sf

Number of Classrooms 34

Maximum Capacity 714

Recommended Capacity 642

Current Enrollment 504

Current % of recommended capacity 79%

Property is 15.00 acer parcel #4191-17-00-3832

Property is 6.00 acres pervious

Recommendations

Å Upgrade to LED lighting fixtures, including exterior lights.
Å Repaint interior on a 7 year rotation and exterior on 10 year.
Å Evaluate HVAC systems in the 2027 timeframe.
Å Evaluate roofing system in the 2035 timeframe.

Major Considerations

Å SCDOT traffic issues during drop off and pick up.

Facility Summary

¶ Original facility constructed in the mid-мфслΩǎ

¶ A 2nd classroom wing addition was completed in 1996

¶ HVAC system is water source heat pumps installed in 2008.

¶ Facility has no emergency power generation capabilities.

¶ Fire Alarm system is manufactured by Notifier and was installed in 2008

¶ The facility has no fire sprinkler system.

¶ Modified bitumen roof installed 2015

Utility Providers Facility energy consumption: 32.40 ƪ.ǘǳΩǎ ǇŜǊ ǎǉΦ Ŧǘ. @ $ 52,989 per year

Electricity Duke Energy

Natural Gas Fort Hill Natural Gas

Water Pickens City Water

Sewer Pickens City

Waste disposal Pickens City.



HAGOOD ELEMENTARY SCHOOL
435 SPARKS LN.

PICKENS, SC, 29671

Grades: K-5

Occupied Space 55,266 sf

Number of Classrooms 31

Maximum Capacity 651

Recommended Capacity 585

Current Enrollment 450

Current % of recommended capacity 77%

Property is 22.63 acer parcel #4181-08-89-5195

Property is 13.42 acres pervious

Recommendations

Å Plan should be in place to fund needed component 
replacement..

Å Repaint interior on a 7 year rotation and exterior on 10 year.
Å Replace gym floor covering.
Å Replace HVAC heat exchangers on or around 2027.

Major Considerations

Facility Summary

¶ Original facility constructed in the 1980

¶ A 5 classroom wing addition was completed in 2009

¶ HVAC units are Gas/electric rooftop packaged units installed in 2017.

¶ Facility has no emergency power generation capabilities.

¶ Fire Alarm system is manufactured by Fire Lite and was installed in 2009.

¶ The facility has fire sprinkler system in 2009 addition only.

¶ Original bldg. has modified bitumen roof installed 2017. The addition roof is membrane installed 2009.

Utility Providers Facility energy consumption: 31.57 ƪ.ǘǳΩǎ ǇŜǊ ǎǉΦ Ŧǘ. @ $43,584 per year

Electricity Duke Energy

Natural Gas Fort Hill Natural Gas

Water Pickens City Water

Sewer Pickens City

Waste disposal Pickens City.



PICKENS MIDDLE SCHOOL
140 TORCH LN.

PICKENS, SC, 29671

Grades: 6-8

Occupied Space 146,941 sf

Number of Classrooms 54

Maximum Capacity 1,134

Recommended Capacity 1,021

Current Enrollment 662

Current % of recommended capacity 65%

Property is 23.23 acer parcel #4181-12-95-1775

Property is 10.84 acres pervious

Recommendations

Å Replace Gym HVAC units as soon as possible. Failure is imminent 
Å Evaluate HVAC and roofing systems in the 2032 timeframe.
Å Repaint interior on a 7 year rotation and exterior on 10 year.
Å Upgrade to LED lighting fixtures, including exterior lights.

Major Considerations

Å HVAC units for the gym have reached the end of useful life.

Facility Summary

¶ Original facility constructed in the mid-мфрлΩǎΦ ¢ƘŜ ŜƴǘƛǊŜ ŦŀŎƛƭƛǘȅΣ ǿƛǘƘ ǘƘŜ ŜȄŎŜǇǘƛƻƴ ƻŦ ǘƘŜ DȅƳ ǳƴŘŜǊǿŜƴǘ ŀƴ ŜȄǘŜƴǎƛǾŜ 

renovation in 2013.

¶ HVAC system is water source heat pumps installed during the 2013 renovations. Gym HVAC is gas electric package units installed 

in 1999.

¶ Facility emergency power generation, 2013 Caterpillar diesel with 40 kW capacity.

¶ Fire Alarm system is manufactured by Notifier and was installed in 2008.

¶ Facility is fully fire sprinkled. 

¶ Roofing is a combination of built-up, shingle, and metal. All were installed between 2012 and 2014

Utility Providers Facility energy consumption: 30.31 ƪ.ǘǳΩǎ ǇŜǊ ǎǉΦ Ŧǘ. @ $117,492 per year

Electricity Duke Energy

Natural Gas Fort Hill Natural Gas

Water Pickens City Water

Sewer Pickens City

Waste disposal Pickens City.



PICKENS HIGH SCHOOL
150 BLUE FLAME DR.
PICKENS, SC 29671

Grades: 9-12

Occupied Space 251,336 sf

Number of Classrooms 81

Maximum Capacity 1701

Recommended Capacity 1,701 

Current Enrollment 1,321

Current % of recommended capacity 78%

Property is 138.86 acer parcel #4182-18-42-8377

Property is 93.76 acres pervious

Recommendations

Å Fund a reasonable grounds maintenance program.
Å Evaluate HVAC and roofing systems in the 2031 timeframe.
Å Evaluate artificial athletic surfaces 2021
Å Repaint interior on a 7 year rotation and exterior on 10 year.

Å Upgrade to LED lighting fixtures, including exterior lights.

Major Considerations

Facility Summary

¶ Facility was constructed in the 2011.

¶ The HVAC system is a 4 pipe system with ǾŀǾΩǎ/electric reheat.

¶ Main Facility emergency power generation, 2011 Caterpillar diesel with 350 kW capacity.

¶ Stadium emergency power generation, 2011Caterpillardiesel with 30 kW capacity.

¶ Fire Alarm system is manufactured by Notifier and was installed in 2011.

¶ The facility is fully fire sprinkled.

¶ Roof is built up and installed in 2011.

Utility Providers Facility energy consumption: 35.68 ƪ.ǘǳΩǎ per sq. ft. @ $267,438. Sports Facilities $35,857 per year.  Total $303,295 per year

Electricity Blue Ridge Cooperative

Natural Gas Fort Hill Natural Gas

Water Pickens City Water

Sewer Septic System

Waste disposal Republic Services Co.


